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(SEE NOTE #13 ON DRAWING S-1)

existing drilled well
(SEE NOTE #13

ON DRAWING S-1)
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(SEE DETAIL ON DRAWING D-1)
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PLASTIC WATER SERVICE PIPE (SEE PIPE

IN TRENCH DETAIL ON DRAWING D-1)
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existing adjusted boundary
(SEE NOTE #14 ON DRAWING S-1)
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(SEE DETAIL ON DRAWING D-1,
SEE NOTE #11 ON DRAWING S-1)

approximate location of an existing mound
wastewater system and replacement area
(SEE NOTE #13 ON DRAWING S-1)
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WASTEWATER ISOLATION

1-FOOT LIDAR CONTOUR
(OBTAINED FROM VCGI DATABASE)
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tel UNDERGROUND TELEPHONE LINE

DITCHLINEdl dl
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WATER LINE (UNLESS OTHERWISE NOTED)

W W

ZONING SETBACKS

SIDELINE OF EASEMENT

BOUNDARY LINE/ R.O.W. (PROPOSED)

HYDROPNEUMATIC

TANK (WELL-XTROL

WX 205 OR EQUAL)

PRESSURE

SWITCH

TANK

VALVE

DRAIN

GATE

VALVE

PRESSURE

GAUGE

DISCONNECT

SWITCH

1" DIA. WATER

SERVICE PIPE

FROM THE

DRILLED WELL

SCHEMATIC ONLY

OUT TO

INTERIOR

PLUMBING

BALL

VALVE

ELEVATION VIEW - NOT TO SCALE

ALL INTERIOR PLUMBING AND

WATER DISTRIBUTION DESIGN TO

NOTE:

NOTES:

1. HYDROPNEUMATIC TANK (TO BE

    DETERMINED). 

2. PRESSURE SWITCH SETTING 40-60 PSI.

TYPICAL COMPONENTS FOR A DRILLED WELL

SUBMERSIBLE WELL PUMP WATER SYSTEM

DRILLED WELL REQUIRED MINIMUM ISOLATION DISTANCES

1. THESE DISTANCES APPLY TO DRILLED WELLS SERVING A SINGLE-FAMILY RESIDENCE, WITH A
MAXIMUM DAILY DEMAND OF LESS THAN 1.9 GPM.

2. WELL LOCATION AND CONSTRUCTION MUST COMPLY WITH THE STATE OF VERMONT, AGENCY OF
NATURAL RESOURCES, WATER SUPPLY RULE, CHAPTER 21.

POTENTIAL SOURCE OF CONTAMINATION SEPARATION DISTANCE

SEWAGE DISPOSAL FIELD 200 FEET IF WELL IS DOWNSLOPE
WITH FLOWS <2000 GPD 100 FEET IF WELL IS UPSLOPE
SUBSURFACE WASTEWATER PIPING 50 FEET
EDGE OF ROADWAY OR PARKING LOT 25 FEET
EDGE OF RESIDENTIAL DRIVE 15 FEET
SERVING 3 RESIDENCES OR LESS
PROPERTY LINE 10 FEET

(50 FEET IF ADJACENT TO CROPLAND)
BUILDINGS 10 FEET
LIMIT OF HERBICIDE APPLICATION 200 FEET
ON UTILITY RIGHT-OF-WAY
SURFACE WATER 10 FEET
CONCENTRATED LIVESTOCK HOLDING 200 FEET
AREAS AND MANURE STORAGE
HAZARDOUS OR SOLID WASTE DISPOSAL SITE CONTACT DESIGNER
NON-SEWAGE WASTEWATER DISPOSAL FIELDS CONTACT DESIGNER

MIN. 20'

18" MIN.

5.5' MIN.

NOT TO SCALE

PITLESS

ADAPTER

SUBMERSIBLE

PUMP (PUMP SIZE 

TO BE DETERMINED

AFTER THE WELL

IS COMPLETE)

DROP

PIPE

BOTTOM OF 

THE WELL

DRIVE

SHOE

CASING SHOULD EXTEND

20' MINIMUM INTO 

COMPETENT BEDROCK

CHECK

VALVE

1-INCH DIA. CL200

POLYETHYLENE

PLASTIC PIPE

1-1/2" PVC 

ELECTRICAL

CONDUIT

WELL CAP WITH

VENTED SCREEN

DRILLED WELL

CONSTRUCTION DETAIL

ENTIRE LENGTH OF

CASING SHALL BE

GROUTED WITH A

NEAT CEMENT

GROUT

NOTES:

1. THE DRILLED WELL SHALL BE CONSTRUCTED IN ACCORDANCE

WITH  §1-1206  OF THE STATE OF VERMONT ENVIRONMENTAL

PROTECTION RULES, CHAPTER 1, EFFECTIVE APRIL 12, 2019.

2. THE DRILLED WELL LOCATION SHALL ADHERE TO THE

ISOLATION DISTANCES SHOWN ON THE DRILLED WELL

ISOLATION TABLE BELOW.
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