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100'

4" SCH. 40 SOLID PVC PIPE (MIN
SLOPE 0.02 FT/FT, MIN. LENGTH 10')

1,000 GALLON CONCRETE SEPTIC
TANK (SEE DETAIL ON D1)

1,000 GALLON CONCRETE PUMP
STATION (SEE DETAIL ON D1)

2" SDR. 21 GASKETED PVC FORCE MAIN
(SEE PIPE IN TRENCH ON D1)

HIGH WATER LEVEL ALARM
(LOCATION OPTIONAL)

1" DIA. CL200 POLYETHYLENE PLASTIC
WATER  SUPPLY PIPE (SEE PIPE ON D1)

2" THICK RIGID INSULATION
CENTERED OVER THE PIPE

W

12' WIDE GRAVEL DRIVE (TO BE
DESIGNED AND INSTALLED BY OTHERS)

LAPLATTE RIVER

existing farm road

TEMPORARY BENCHMARK
ELEVATION: 337.45'

3-BEDROOM SINGLE FAMILY RESIDENCE

S

SEWER PIPE INVERT OUT OF THE
FOUNDATION ELEVATION :338.65'

4" SCH. 40 SOLID PVC PIPE (MIN
SLOPE 0.02 FT/FT, MIN. LENGTH 5')

UEW1" DIA. WATER SERVICE PIPE TO
GARAGE/ACCESSORY DWELLING (TO BE
SLEEVED WHEN <10' FROM SEWER PIPE)

10'
DETACHED GARAGE/ACCESSORY

DWELLING SEWER PIPE INVERT:338.75'
DETACHED GARAGE WITH

1-BEDROOM ACCESSORY DWELLING

existing farm/agricultural road (TO BE
CONVERTED TO A RESIDENTIAL DRIVE)
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D

10523 VT Route 116, P.O.Box 133
Hinesburg, VT 05461
Telephone: (802) 482-2597

167 Main Street, P.O.Box 820
Enosburg Falls, VT 05450
Telephone: (802) 933-5168
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THESE PLANS WITH LATEST REVISIONS SHOULD ONLY BE USED FOR
THE PURPOSE SHOWN BELOW:
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GEORGE R. & CLAIRE C.
AUBE

1052 CARPENTER ROAD, CHARLOTTE, VERMONT

100± ACRE PARCEL POTABLE WATER AND
WASTEWATER DISPOSAL SYSTEM DESIGN

GAS UNDERGROUND GAS LINE

BOUNDARY LINE/ R.O.W. (EXISTING)

FINISH GRADE100

UTILITY POLE/ OVERHEAD WIRESohw

UE UNDERGROUND ELECTRICAL CONDUIT

SURVEY TRAVERSE STATION

TEMPORARY BENCHMARK
(TYPE AND ELEVATION NOTED)

100

LEGEND

BOUNDARY LINE/ R.O.W. (ABUTTING)

MUNICIPAL WATER SERVICEW W

GRAVITY SEWER (EXISTING)S S

FORCE MAINFM FM

W

TEST PIT (TP-01)

SOIL BORING (SB-01)

DRILLED WELL (UNLESS OTHERWISE NOTED)

1-FOOT GROUND SURVEY CONTOUR100

WELL ISOLATION

WASTEWATER ISOLATION

1-FOOT LIDAR CONTOUR
(OBTAINED FROM VCGI DATABASE)

GRAVITY SEWER (PROPOSED)S S

TREE LINE

PROPOSED LIMITS OF CLEARING

tel UNDERGROUND TELEPHONE LINE

DITCHLINEdl dl

1-INCH DIAMETER CL200 POLYETHYLENE PLASTIC
WATER LINE (UNLESS OTHERWISE NOTED)

W W

MIN. 20'

18" MIN.

5.5' MIN.

NOT TO SCALE

PITLESS
ADAPTER

SUBMERSIBLE
PUMP (PUMP SIZE 
TO BE DETERMINED
AFTER THE WELL
IS COMPLETE)

DROP
PIPE

BOTTOM OF 
THE WELL

DRIVE
SHOE

CASING SHOULD EXTEND
20' MINIMUM INTO 
COMPETENT BEDROCK

CHECK
VALVE

1-INCH DIA. CL200
POLYETHYLENE
PLASTIC PIPE

1-1/2" PVC 
ELECTRICAL
CONDUIT

WELL CAP WITH
VENTED SCREEN

DRILLED WELL
CONSTRUCTION DETAIL

ENTIRE LENGTH OF CASING
SHALL BE GROUTED WITH

A NEAT CEMENT GROUT

NOTES:
1. THE DRILLED WELL SHALL BE CONSTRUCTED IN ACCORDANCE

WITH  §1-1206  OF THE STATE OF VERMONT ENVIRONMENTAL
PROTECTION RULES, CHAPTER 1, EFFECTIVE APRIL 12, 2019.

2. THE DRILLED WELL LOCATION SHALL ADHERE TO THE
ISOLATION DISTANCES SHOWN ON THE DRILLED WELL
ISOLATION TABLE ON THIS DRAWING.

DRILLED WELL REQUIRED MINIMUM ISOLATION DISTANCES

1. THESE DISTANCES APPLY TO DRILLED WELLS SERVING A SINGLE-FAMILY RESIDENCE,
WITH A MAXIMUM DAILY DEMAND OF LESS THAN 1.9 GPM.

2. THE DRILLED WELL SHALL BE CONSTRUCTED IN ACCORDANCE WITH  §1-1206  OF THE
STATE OF VERMONT ENVIRONMENTAL PROTECTION RULES, CHAPTER 1, EFFECTIVE APRIL 12,
2019.

POTENTIAL SOURCE OF CONTAMINATION SEPARATION DISTANCE

SEWAGE DISPOSAL FIELD 200 FEET IF WELL IS
DOWNSLOPE
WITH FLOWS <2000 GPD 100 FEET IF WELL IS UPSLOPE
SUBSURFACE WASTEWATER PIPING 50 FEET
EDGE OF RESIDENTIAL DRIVE 5 FEET
SERVING 3 RESIDENCES OR LESS
EDGE OF DRIVEWAY, ROADWAY OR PARKING LOT 25 FEET
SERVING 3 OR MORE RESIDENCES
PROPERTY LINE 10 FEET
BUILDINGS 5 FEET
LIMIT OF HERBICIDE APPLICATION 100 FEET
ON UTILITY RIGHT-OF-WAY
SURFACE WATER 10 FEET
CONCENTRATED LIVESTOCK HOLDING 200 FEET
AREAS AND MANURE STORAGE:

ABOVE GROUND 50 FEET
IN-GROUND CONCRETE/GEOSYNTHETIC LINED 100 FEET
EARTHEN LINED 200 FEET

HAZARDOUS OR SOLID WASTE DISPOSAL SITE CONTACT DESIGNER
NON-SEWAGE WASTEWATER DISPOSAL FIELDS CONTACT DESIGNER

ELEVATION VIEW

ALL INTERIOR PLUMBING AND
WATER DISTRIBUTION DESIGN TO
BE PERFORMED ACCORDING TO
APPLICABLE PLUMBING CODE BY
A LICENSED PROFESSIONAL

NOTE:

SCHEMATIC ONLY

NOT TO SCALE

NOTES:
1. HYDROPNEUMATIC TANK (TO BE
    DETERMINED). 
2. PRESSURE SWITCH SETTING 40-60 PSI.

PRESSURE
GAUGE

TANK VALVE
DRAINRELIEF

VALVE

GATE
VALVE

PRESSURE
SWITCH

LB ELECTRICAL
FITTING

1 INCH DIAMETER
SCH 40 SOLID PVC
ELECTRICAL
CONDUIT

FOUNDATION
WALL

HYDROPNEUMATIC
TANK (TO BE
DETERMINED)

DISCONNECT
SWITCH

TYPICAL COMPONENTS FOR A DRILLED WELL
SUBMERSIBLE WELL PUMP WATER SYSTEM

GATE
VALVE

OUT TO
MAIN HOUSE

GATE
VALVE

1.0" DIA. POLYETHYLENE
PLASTIC WATER PIPE TO

THE ACCESSORY
DWELLING

1.0" DIA. CL-200
POLYETHYLENE PLASTIC

WATER SERVICE PIPE
OR EQUIVALENT Drinking Water & Groundwater Protection Division

SUBJECT TO PROVISIONS OR
CONDITIONS LISTED IN PERMIT

Permit #: WW-138-22101
Date: 6/3/2022
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