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Hello, Spencer. 
 
Regarding the Kenyon Application (WW-138-22241), please consider the following:
 

Adding on-site elevation control in the form of a benchmark.
Based on the design flow (>560 gpd), use Table 9-1 to size the septic tank.
Provide a soil log for TP-10.
Revise the notes to indicate the subject parcel is 13AC as opposed to 11AC.
Include additional construction details (pipe in trench, drilled well, water
system, etc.).
Specify invert elevations for proposed septic tank and proposed water pipe
diam. and material.
Revise/correct calculations related to hydraulic mounding (15”-6” = 12”??).
Per the WW System & Potable W Supply application, question J.22 is blank. 
Is this WW system in an overlay district or located within a SPA?
Finally, out of curiosity why the full capacity DF and 45gpd reserve, rather
than the typical 490gpd for a proposed 4 BR SFR?  Is the intent to simply
oversize the system or eventually utilize the additional 115gpd reserve?    

 
Please feel free to call with any questions regarding these review comments. 
 
Thank you,
 
Eli

 
 

 
Elias J. Erwin, Principal   |  LD, CPM
 
LANDMARK ENGINEERING & DESIGN, LLC.
286 West Road  |  Whiting, VT  05778
802-558-8317 office | 802-558-8317 cell
eerwin@led-vt.com | email
www.led-vt.com | website 
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