3/4 - 11/2 CLEAN HARD STONE (NO LIMESTONE)

SEED & MULCH

12-18" SOIL & TOPSOIL

85-100% PASSING #3/& SIEVE
30-50% PASSING #40 SIEVE
0-5% PASSING #200 SIEVE

'

APPROYED SAND FILL

MOUND CONSTRUCTION

**** SAND FILL MUST BE APPROVED IN SAND PIT BEFORE
PLACEMENT ON SITE. Sleve analyeis of eand may require
two weeks for resulte to be returned from lab. At

leaet half of the eand muet be etockpiled on the site
before the mound Is plowed.

The following ls a step-by-step procedure for
mound construction. Any variations from these eteps
should be discussed with the Technician BEFORE
any mound, house or driveway construction starts.
Proper mound conetruction proceduree are very
Important. Mound fallure may result from improper
mound construction techniques and procedures. Proper
equipment Is eesentlal. Small track type dozers work
best. Wheel type tractors may compact the subsoll

»e** Construction on wet soll causes soll smearing and
compaction and poseible future failure. Conetruction
should only take place from June to September and
during dry weather. ****

1, **** INSPECTION POINT ****

Stake out the mound with the Technician
before any mound, house or driveway conetruction
starts. CALL THE DESIGN CONSULTANT AT LEAST 48& HOURS
BEFORE YOU ARE READY TO STAKE OUT THE MOUND.
AREA DOWNSLOPE OF MOUND SITE TO PREVENT ALL TRAFFIC.

2. Prepare entlre area to be covered by mound fill.
Cut treee to ground level. Do not remove stumps. Mow
vegetation. Rake away all cut vegetation and leavee.
SITE MUST BE DRY BEFORE PLOWING.

3. DIG TRENCH and lay dellvery pipe If It ls to be
buried BELOW grade UNDER the mound. Leave pipe end
capped and excavate It after plowing.

4. **** INSPECTION POINT ****

INSPECTION OF PLOWED AREA BEFORE FILL IS PLACED.
CALL THE DESIGN CONSULTANT AT LEAST 4& HOURS BEFORE
PLOWING, S0 INSPECTION CAN OCCUR WHILE THE SITE IS
BEING PLOWED. CALL: Vermont Contours Inc. 453-2351
FOR INSPECTION. Plow entire area to be covered by
mound fill. Plow along the contour of the slope with
a mold board plow to a depth of &", throwing the soll
upslope. Placement of the fill on plowed
area immediately after plowing fe required. Don't let
plowed area be rained on. Keep all traffic off plowed
area and off downslope elde of plowed area. This le
the most important step of the construction procees.
Plowing createe a good Iinterface between the eand fill
and the natural eofl. EXTEND the buried delivery pipe
above grade.

ROPE OFF

MOUND CROSS-SECTION

3" BLUEBOARD INSULATION

LATERAL
INV. ELEY.
474.8°

2" 5CH 40 PYC LATERALS
(ORIFICE SPACED AS SHOWN)

1 LAYER MIRIFI FILTER FABRIC

3
i

ORIGINAL

PLOW &-10" UPHILL ALONG CONTOUR
UNDER ENTIRE FILL AREA

5. Place approved sand fill around the uphill and

slde edges of the plowed area. Keep wheels of trucks

off plowed areas. NO traffic on the downelope elde

of plowed arecas. Work from the ends and upslope elde only.

6. Move the sand fill into place using a emall
track-type dozer. Always keep at least & Inches of
eand beneath tracke to prevent compaction of the
plowed natural soll. Place the sand fill to the
required depth, which ls the same elevation as the top
elevation of etone in the bed or trenches. Shape
eldes to the desired slope: 1 on 4

7. With the dozer blade or backhoe, form the

trenches In the eand fill to a depth of 12"

Hand level the bottom of the bed or trenchee to make sure
they are all level and at equal clevation along the

entire length.

8. Place clean washed, graded or crushed stone
(elzed 3/4" or 1 1/2")in trenches to a depth

of 12". Form 3" deep channele In the stone in which
to lay the plping network. DO NOT USE LIMESTONE

9. Lay pipes level In channels and connect manifold

pipe to the force main. DO NOT SOLVENT CEMENT. Place
perforations UPWARD for preesure testing.

Plpe from pumping chamber to manifold ehould

slope o that after each dose It drains back into
pumping chamber or to the manifold. Pumping chamber
should not be located in the downhill toe area of the
mound.

PUMPING CHAMBER MUST BE FILLED WITH CLEAN WATER
AND ALL ELECTRICAL CONNECTIONS MUST BE MADE. SYSTEM
[5 TO BE CLEAN WATER PRESSURE TESTED TO SHOW THAT
DIFFERENCES IN FLOW THROUGH PERFORATIONS IN LATERALS
ARE LESS THAN 15%. CALL THE DESIGN CONSULTANT AT
LEAST 48 HOURS BEFORE TESTING TIME TO SCHEDULE
INSPECTION.

10. WIPE DRY ALL piping connections and place orifice
shield over all orifices w/ holes facing downwarde

1. Place 2" stone over lateral pipes. FPlace one
layer of synthetic filter fabric (such as, mirafi, or
equivalent) over ALL of the stone.

\GDR 26 2" FORCEMAIN

12. Place 9" of subsoll or topsoll (soll less

permeable than eand fill) over all eand fill (Increase

to depth of 15" over top center of mound). Place 3"
of good quality top eoll over entire mound surface.
Thie will ralse the clevation at the center of the top
of the mound to 18" over the elevation of the sand

fill and 12" over the rest of sand fill in mound.

Thie soll may be taken from elsewhere on the site, but
NOT from within 50" down hill of the mound or from the
replacement area.

13. **** INSPECTION POINT ****

To Inspect proper depth of cover, call the Design
Consultant at least 24 HOURS In advance of this point.
Call: .

14. SEED AND MULCH ENTIRE MOUND SURFACE IMMEDIATELY
TO PREVENT EROSION. SHRUBS CAN BE PLANTED AROUND
EDGES OF MOUND.

Good planning le eseential for efficient construction.
The testing of sand fill, delivery of materials,
Inspection pointe, and actual construction must all be
carefully planned. All technical queetions should be
clarifled with the Design Consultant BEFORE
construction starte.
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ALARM TO BE INSTALLED IN BASEMENT AND CONNECTED TO A SEPARATE CIRCUIT BREAKER
ALL PENETRATIONS TO BE GROUTED & WATER TIGHT

BACKFILL WITH CLEAN FILL FREE OF STONES LARGER THAN &"

PIPING INSIDE TANK TO BE 2" SCH 40 PYC

RESERVE CAPACITY ABOVE ALARM TO BE ADEQUATE FOR 1 DAY OF STORAGE

ALL WORK TO BE DONE IN ACCORDANCE WITH ALL ELECTRICAL AND SAFETY CODES
REQUIRED BY STATE, LOCAL AND OTHER GOYERNMENT AGENCIES. WORK SHALL COMPLY
WITH ALL REQUIREMENTS OF PUMP AND OTHER COMPONENTS MANUFACTURERS.

PUMP MUST BE CAPABLE OF 24 GPM AGAINST 10 FT OF HEAD
USE A MYERS PUMP, MODEL #ME3F OR EQUAL
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