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DRILLED WELL NOTES

S~ UNDISTURBED 0L (TYP)

IF COVER 1S LESS THAN

6" PLACE 2" THICK INSULATED
BOARD, WHICH 1S SUITABLE
FOR BURIAL OVER PIPE.

IN NO CASE SHALL THE

PIPE HAVE LESS THAN

4.5’ OF COVER OYER THE
CROWN.

1 HDPE WATERLINE

THE CONTRACTOR SHALL
AT ALL TIMES KEEP THE
TRENCHES ENTIRELY FREE
OF WATER UNTIL ALL WORK
IS FINISHED AND READY
FOR BACKFILLING

1)Leakage and Pressure Testing of water system to follow SubSection 1-1209
of YT Wastewater System & Potable Water Supply Rules (2019)
2)Disinfection of water system to follow SubSection 1-1210 of VT Wastewater
System & Potable Water Supply Rules (2019)
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